
1'-2"

5/8" GYP. BD

SUSPENSION GRID

BEARING DETAIL

SEE STRUCT DWG

R-25 RIGID INSUL.

TAPERED INSUL.

EPDM ROOF

1/4" / FT

SLOPE

1 1/2" MET DECKING

SYSTEM

SEALANT

2
'
-
0
"
 
M

I
N

.

CANT

SEALANT

TERMINATION BAR

COUNTER FLASHING

10" CMU

FIBER CEMENT

PANEL SYSTEM

T.O. MASONRY

EL. 791.17

SEE DETAIL 15-A-07

FOR ATTACH.

FOOT'G -

SEE STRUCT

TYPE "A" JOINT

8
'
-
6
"

PAINTED

GROUT SOLID

SEE STRUCT DWG

W12

SEE STRUCT

SEALANT

TERMINATION BAR

COUNTER FLASHING

1/4" / FT

SLOPE

2" MET. STUD

FILL CAVITY W/

RIGID INSULATION

18 GA HAT CHANNELS

@ 16" O.C.

1/2" FRT

PLYWOOD SHTG

COMP. ALUM.

PANEL

BOND BEAM

SEE STRUCT

1
'
-
3
"
 
M

I
N

.

1/2" FRT

PLYWOOD SHTG.

2
"
 
M

I
N

.

EXT. PAVEMENT

SEE STD. DET.

ENGINEERED FILL

10 MIL VAPOR BARRIER

R-10 RIGID INSUL.

CONC. SLAB - SEE STRUCT

2'-0" MIN. HORIZONTALLY

CT FLOOR - SEE FIN. SCHED.

CT BASE - SEE FIN. SCHED.

4
'
-
0
"

CT WALL - SEE FIN. SCHED.

MASONRY CELL

INSUL. (TYP.)

1" HAT CHANNELS

@ 16" O.C.

6
"
 
M

I
N

.

5/8" MR. GYP. BD.

GROUT CORES

SOLID

VERTICAL

REINFORCING

SEE STRUCT

VAPOR

BARRIER

MET. STUD FRAMING

MAX SPACING @ 

24" O.C. - SEE SPEC

SEE SPEC ON A-02

8
"

FIBER CEMENT

PANEL SYSTEM

1'-2"

W12

5/8" GYP. BD

BEARING DETAIL

SEE STRUCT DWG

R-25 RIGID INSUL.

EPDM ROOF

1/4" / FT

SLOPE

1 1/2" MET DECKING

SYSTEM

SEALANT

2
'
-
0
"
 
M

I
N

.

CANT

SEALANT

TERMINATION BAR

COUNTER FLASHING

FIBER CEMENT

PANEL SYSTEM

T.O. STL

EL. 786.67

T.O. MASONRY

EL. 791.17

SEE DETAIL 15-A-07

FOR ATTACH.

TYPE "A" JOINT

FOOT'G -

SEE STRUCT

ENGINEERED FILL

10 MIL VAPOR BARRIER

R-10 RIGID INSUL.

CONC. SLAB - SEE STRUCT

2'-0" MIN. HORIZONTALLY

BOND BEAM

SEE STRUCT

2" RIGID

INSULATION

FACE

BRICK

8" CMU

HORIZONTAL 

REINFORCING

MASONRY TIES

@ 16" O.C. VERT.

VERTICAL

REINFORCING

SEE STRUCT

1

2

"

GROUT CORES

SOLID

8
'
-
6
"

1/4" / FT

SLOPE

PAINTED

GROUT SOLID

SEE STRUCT DWG

SEE STRUCT

SEALANT

TERMINATION BAR

COUNTER FLASHING

TAPERED INSUL.

18 GA HAT CHANNELS

@ 16" O.C.

1/2" FRT

PLYWOOD SHTG

COMP. ALUM.

PANEL

1
'
-
3
"
 
M

I
N

.

1/2" PLYWOOD SHTG.

4" MET. STUD

FILL CAVITY W/

RIGID INSUL.

VAPOR

BARRIER

CT FLOOR - SEE FIN. SCHED.

CT BASE - SEE FIN. SCHED.

4
'
-
0
"

CT WALL - SEE FIN. SCHED.

THRU WALL FLASH'G

W/ WEEPS @ 24" O.C.

MASONRY CELL

INSUL. (TYP.)

1" HAT CHANNELS

@ 16" O.C.

6
"
 
M

I
N

.

5/8" MR. GYP. BD.

EXT. PAVEMENT

SEE STD. DET.

8
"
 
M

I
N

.

THRU WALL

FLASH'G

2
"
 
M

I
N

.

8
"

MET. STUD FRAMING

MAX SPACING @ 

24" O.C. - SEE SPEC

SUSPENSION GRID

SEE SPEC ON A-02

FIBER CEMENT

PANEL SYSTEM

1/2" FRT

PLYWOOD SHTG.

1'-2"

TYPE "A" JOINT

FOOT'G -

SEE STRUCT

ENGINEERED FILL

10 MIL VAPOR BARRIER

R-10 RIGID INSUL.

CONC. SLAB - SEE STRUCT

2'-0" MIN. HORIZONTALLY

2" RIGID

INSULATION

FACE

BRICK

5/8" GYP. BD

BOND BEAM

SEE STRUCT

R-25 RIGID INSUL.

TAPERED INSUL.

EPDM ROOF

BASE FLASH'G

SEALANT

1/4" / FT

SLOPE

(2) 2"X12"

 PT NAILERS

2
"
 
M

I
N

.

1/2" Ø X 10"

GALV. A.B. 

@ 6'-0" O.C.

T.O. STL

EL. 781.50

1 1/2" MET DECKING

9
'
-
0

"

SYSTEM

T.O. MASONRY

EL. 782.51

HORIZONTAL 

REINFORCING

MASONRY TIES

@ 16" O.C. VERT.

VERTICAL

REINFORCING

SEE STRUCT

8" CMU

1

2

"

5/8" GYP. BD

1" HAT CHANNELS @ 16" O.C.

GROUT CORES

SOLID

FIN. FLOOR

EL. 769.84

CANT

SEALANT

GROUT SOLID

THRU WALL FLASH'G

W/ WEEPS @ 24" O.C.

VAPOR

BARRIER

8
"

6
"
 
M

I
N

.

MASONRY CELL INSUL. (TYP.)

SUSPENSION GRID

SEE SPEC ON A-02

W12

SEE STRUCT

1/2" FRT

PLYWOOD SHTG.

SEALANT

1'-2"

BOND BEAM

SEE STRUCT

W12

R-25 RIGID INSUL.

TAPERED INSUL.

2
"
 
M

I
N

.

1/2" Ø X 10"

GALV. A.B. 

@ 6'-0" O.C.

T.O. STL

EL. 781.50

2" RIGID

INSULATION

ENGINEERED FILL

10 MIL VAPOR BARRIER

R-10 RIGID INSUL.

CONC. SLAB - SEE STRUCT

2'-0" MIN. HORIZONTALLY

TYPE "A" JOINT

FOOT'G -

SEE STRUCT

9
'
-
0
"
 
T

O
 
F

I
N

 
F

L
O

O
R

5/8" GYP. BD

1 1/2" MET DECKING

T.O. MASONRY

EL. 782.51

BASE FLASH'G

SEALANT

(2) 2"X12"

 PT NAILERS

5/8" GYP. BD. 

GROUT CORES

SOLID

EPDM ROOF

1/4" / FT

SLOPE

SYSTEM

CANT

SEALANT

BOND BEAM

SEE STRUCT

1" HAT CHANNELS

@ 16" O.C.

.050 ALUM

BREAK METAL MATCH

SEE STRUCT

VAPOR

BARRIER

THRU WALL FLASH'G

W/ WEEPS @ 24" O.C.

8
"

STOREFRONT COLOR

6
"
 
M

I
N

.

MASONRY CELL INSUL. (TYP.)

SUSPENSION GRID

SEE SPEC ON A-02

TRIM BLOCKING

AS REQ'D

1/2" Ø X 6" A.B. PER SECTION

1/2" FRT

PLYWOOD SHTG.

FRT BLOCKING

1'-0"

3 5/8" MET. STUDS

W12

R-25 RIGID INSUL.

EPDM ROOF

1/4" / FT

SLOPE

1 1/2" MET DECKING

SYSTEM

5/8" GYP. BD.

@ 16" O.C.

SEE STRUCT

6" MET. STUDS

@ 16" O.C.

1/2" FRT

PLYWOOD

18 GA. HAT CHANNEL

@ 16" O.C.

COMP. ALUM.

PANEL

MET. STUD FRAMING

MAX SPACING @ 

BACK

BRACING

FOOT'G -

SEE STRUCT

TYPE "A" JOINT

ENGINEERED FILL

10 MIL VAPOR BARRIER

R-10 RIGID INSUL.

2'-0" MIN. HORIZONTALLY

CONC. SLAB - SEE STRUCT

STOREFRONT

S.A.C.

VAPOR BARRIER

R-19 INSUL.

24" O.C. - SEE SPEC

5/8" GYP. BD

SEALANT

.050 ALUM

BREAK METAL MATCH

STOREFRONT COLOR

8
"

@ 32" MAX O.C.

MASONRY ANCHORS 

@ 16" O.C. VERT

32" O.C.

HORIZONTALLY

THRU WALL FLASH'G

W/ WEEPS @ 24" O.C.

6" MET. STUD @ 16" O.C.

FILL CAVITY W/ INSUL.

CT FLOOR & BASE

1
2
'
-
3
"

FLASHING & DRIP

EDGE

SHTG.

TRIM BLOCKING

AS REQ'D

FRT BLOCKING
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WALL SECTION

SCALE:  3/4" = 1'-0"

WALL SECTION

SCALE:  3/4" = 1'-0"

WALL SECTION

SCALE:  3/4" = 1'-0"

WALL SECTION

SCALE:  3/4" = 1'-0"

WALL SECTION

SCALE:  3/4" = 1'-0"
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